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   Minimum Maximum Minimum Maximum

 Indoor Dry bulb 70°F (21°C) 90°F (32°C) 68°F (20°C) 81°F (27°C)

  Wet bulb 59°F (15°C) 73°F (23°C) – –

 Outdoor Dry bulb  -0.4°F (-18°C) 114.8°F (46°C)  -13°F (- 25°C) 75.2°F (24°C)

  Wet bulb – – – –

   Minimum Maximum Minimum Maximum

 Indoor Dry bulb 70°F (21°C) 90°F (32°C) 68°F (20°C) 81°F (27°C)

  Wet bulb 59°F (15°C) 73°F (23°C) – –

 Outdoor Dry bulb  14°F (-10°C) 114.8°F (46°C) -4°F (- 20°C) 75.2°F (24°C)

  Wet bulb – – – –

Please note:

On switching on the equipment, particularly when the room light is dimmed, a slight brightness fl uctuation 

may occur. This is of no consequence.

The conditions of the local Power Supply Companies are to be observed.

Note

● Avoid using the room air conditioner for cooling operation when the outside temperature is below 

the minimum recommended temperature.

 The recommended maximum and minimum operating temperatures of the hot and cold sides should be as 

below:

Cooling

Cooling

Heating

Heating

Single Split model connection (RAC-SH** series)

Multi Split model connection (RAM-SH** series)
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NOM ET FONCTION DE CHAQUE PIÈCE

Filtre d’entrée
Empêche la poussière de pénétrer dans l’unité intérieure.

Panneau avant

Indicateurs de l’unité intérieure
La LED indique le mode de fonctionnement.

Défl ecteur horizontal ● Défl ecteur vertical 
(Sortie d’air) 

Télécommande
Envoie le signal de fonctionnement à l’unité intérieure. 
Permet de commander toute l’unité.
Veuillez vous référer au Manuel de la télécommande 
fourni pour en savoir plus sur ses fonctions et son 
fonctionnement dans les détails.

UNITÉ INTÉRIEURE

NOM ET DIMENSIONS DU MODÈLE

LARGEUR 
po(mm)

43-5/16”(1100)

MODÈLE

RAS-SH18RHLAE/RAS-SH24RHLAE

HAUTEUR 
po(mm)

11-13/16”(300)

PROFONDEUR 
po(mm)

10-15/64”(260)
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